As found: Gauge / Controller Spreadsheet Revision # 10/28/2010
Serial #: R70506LG26 Test date: 10/28/10
MFR: Dwyer Model: 3001C Range: 0-1.0" H20
MANOMETER AUGE READS ERROR %FSO
0.00 0.00 0.00 0.000
0.10 0.08 0.02 2.000
0.20 0.21 -0.01 -1.000
0.25 0.27 -0.02 -2.000
0.33 0.32 0.01 1.000
0.46 0.46 0.00 0.000
0.55 0.54 0.01 1.000
0.57 0.60 -0.03 -3.000
0.68 0.67 0.01 1.000
0.72 0.70 0.02 2.000
0.77 0.73 0.04 4.000
1.00 0.96 0.04 4.000
1.04 1.00 0.04 4.000
SWITCH CONFIGURATION
PRESSURE LOAD CIRCUIT
INCREASING X < LOS.P. CPEN
INCREASING HI S.P. > X > LO S.P. OPEN
INCREASING X >HlS.P CLOSED
DECREASING HI S.P. > X > LO S.P. CLOSED
DECREASING X < LO S.P. OPEN
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